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VERIFICATION OF COMPLIANCE
Verification No.: GZCR2601000071AEV

Applicant: BPZ Group Spółka z ograniczoną odpowiedzialnością
Address of Applicant: UL. Azaliowa 13F/2, 75-685 Koszalin, Poland
Manufacturer: BPZ Group Spółka z ograniczoną odpowiedzialnością
Address of Manufacturer: Tatów 7A, 76-039 Biesiekierz, Poland
Product Name:  Amber Grid 261 Li-ion Battery Energy Storage System, 

Amber Grid 261 DC Li-ion Battery Energy Storage System
Model No.: BPZ-AG261-LC-P125-01, BPZ-AG261-LC-01
Standard(s): EN IEC 61000-6-4: 2019, EN IEC 61000-6-2: 2019

EN 301 489-1 V2.2.3, EN 301 489-52 V1.3.1
EN IEC 61000-3-2: 2019 +A1:2021 +A2:2024
EN 61000-3-3: 2013 +A1:2019 +A2:2021
EN 301 511 V12.5.1, EN 301 908-2 V13.1.1
EN 301 908-1 V15.2.1, EN 301 908-13 V13.2.1
EN IEC 62311: 2020

Report Number(s): GZCR260100007101, GZCR260100007102
GZCR260100007103, GZCR260100007104
GZCR260100007105, GZCR260100007106

Conclusion 
Based on a review of the test report(s) detailed above, this apparatus meets the requirements of above 
standards. The product is in conformity with the essential requirements of Article 3.1 (a) the protection of 
the health, 3.1 (b) an adequate level of electromagnetic compatibility and 3.2 effective use of the spectrum 
of 2014/53/EU.
The CE mark can be used, under the responsibility of the manufacturer, after completion of an EU 
Declaration of Conformity and compliance with all relevant EU Directives.

http://www.sgs.com/terms_and_conditions.htm
http://www.sgsgroup.com.cn/

		2026-03-09T08:48:40+0000
	CNE2
	SGS officially issued document




